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J02 Carlisle Barracks Natural Gas Distribution 
System 

J02.1 Carlisle Barracks Overview 
Carlisle Barracks is the home of the U.S. Army War College and the U.S. Army Military History 
Institute and was founded in 1757. Carlisle Barracks is a small post, four fifths of a mile long and 
half a mile wide, containing 217 total acres. In addition to the main post, Carlisle Barracks 
includes family housing units at the nearby Stanwix Apartment area. A typical student body 
consists of 290 senior officers. 

J02.2 Natural Gas Distribution System Description 
The Carlisle Barracks natural gas system consists of all appurtenance physically connected to the 
system from the point at which the natural gas enters the system and/or where the Government 
ownership currently, starts to the point of demarcation defined by the real estate instruments.  
Generally, the point of demarcation will be the building footprint.  The system may include, but is 
not limited to valves, regulators and the distribution lines including service laterals. The 
following description and inventory is included to provide the Offeror with a general 
understanding of the size and configuration of the distribution system. The inventory is assumed 
to be approximately 90 percent complete.  The Offeror shall base the proposal on site inspections, 
information in the bidder’s library, other pertinent information, and to a lesser degree the 
following description. Under no circumstances shall the successful Contractor be entitled to any 
rate adjustments based on the accuracy of the following description and inventory. 

J02.2.1 Natural Gas System Fixed Equipment Inventory 
The natural gas system at Carlisle Barracks consists of a distribution system within the Installation area. 
The natural gas is delivered by Underground Gas Utilities, Inc. (UGI) and connects to the main distribution 
system at two points. One point is at Building 301, Heating Plant on the south side of the Installation, and 
the other is the north side of the Installation near the water plant. The two gas distribution systems are not 
interconnected. 
 
The natural gas distribution is very new, having been completely upgraded as two projects. One project 
completed in 1992 comprises about two-thirds of the northern portion, College Arms/Marshall Ridge 
(CA/MR) area, of the Installation and was completed in 1992. The southern one-third, S-Loop, was 
completed in 1996. Both distribution system upgrades were completed to UGI construction specifications.  
Polyethylene (PE) pipe was installed as well as anodeless risers. UGI supplies gas at a pressure of 60 psi 
where it is reduced by UGI regulators to the distribution system pressure of 14-16 psig. 
 
The northern natural gas distribution system consists of about 17,200 feet of main supply piping, 
41 distribution valves and 149 building services. The southern portion has about 6,600 feet of 
main supply piping, 17 distribution valves and 31 building services. The pipe sizes in both areas 
are from less than 1 inch to 6 inches in diameter. 
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J02.2.1.2 Inventory  
Table 1 provides a general listing of the major collection system fixed assets for the Carlisle Barracks 
natural gas distribution system included in the purchase.  The system will be sold in a “as is, where is” 
condition without any warranty, representation, or obligation on the part of Government to make any 
alterations, repairs, or improvements.  Ancillary equipment attached to, and necessary for, operating the 
system, though not specifically mentioned herein, is considered part of the purchased utility. 

TABLE 1 

Fixed Inventory 
Natural Gas Distribution System Inventory  
 

Item Size Quantity Unit Approximate Year of Construction 
Pipe <2” 3746 Linear Feet 1992 & 1996 
 2” 10480 Linear Feet 1992 & 1996 
 3” 6585 Linear Feet 1992 & 1996 
 4” 2820 Linear Feet 1992 & 1996 
 6” 100 Linear Feet 1992 & 1996 
     
Valves  58 Each 1992 & 1996 
     
Building Services  180 Each 1992 & 1996 
 

J02.2.2 Natural Gas Distribution System Non-Fixed Equipment and 
Specialized Tools Inventory 
Table 2 lists other ancillary equipment (spare parts) and Table 3 lists specialized vehicles and 
tools included in the purchase.  Offerors shall field verify all equipment and tools prior to 
submitting a bid.  Offerors shall make their own determination of the adequacy of all equipment 
and tools.  The successful Contractor shall provide any and all equipment, vehicles, and tools, 
whether included in the purchase or not, to maintain a fully operating system under the terms of 
this contract. 

TABLE 2 
Spare Parts 
Natural Gas Distribution System 

Qty Item Make/Model Description Remarks 

 None Identified    

     

 

TABLE 3 
Specialized Equipment and Vehicles 
Natural Gas Distribution System 

Description Quantity Location Maker 

None Identified    
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J02.2.3 Natural Gas System Manuals, Drawings, and Records Inventory 
Table 4 lists the manuals, drawings, and records that will be transferred with the system. 

TABLE 4 
Manuals, Drawings, and Records 
Natural Gas Distribution System 

Qty Item Description Remarks 

 None Identified   
    

 

J02.3 Current Service Arrangement 
The Army owned natural gas distribution system at Carlisle Barracks purchases its supply from 
UGI. Arrangement for supply of natural gas is not included in the scope of privatization.  

J02.4 Secondary Metering 
The Base may require secondary meters for internal billings of their reimbursable customers, 
utility usage management, and energy conservation monitoring.  The Contractor shall assume full 
ownership and responsibility for existing and future secondary meters IAW Clause C.3. 

J02.4.1 Existing Secondary Meters 
TABLE 5 

Existing Secondary Meters 
Natural Gas Distribution System 
 
CARLISLE BARRACKS SECONDARY METER LIST   

  Meter Meter No. Bldg Number Location/Remarks 

Gas 826195948 1 Marshall Road 

Gas 92T661178 216A(Storage closet) Back of Bldg                

Gas 2575250 686 Bowl.Alley 

Gas 935536233 650 CSL 

Gas 9056431360 632 Old Commissary Cu.Meters                   

Gas 2964286 635 Transportation 

Gas 2960408 608 DPCA 

Gas 92T661173 637 Teen Club 

Gas 94S5638355 122 Root Hall 

Gas 93U997052 315 MILPO (off heating season)           

Gas 95S6616964 23 Thorpe Hall Gym  

GAS 94S6609541 313 LVCC 

Gas 95W267347 316 Pool House 

Gas 957022 301 Heat Plant  Post Meter “B”                

Gas 97X999908 36 CORNER NEAR #34                
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Gas 93U997060 40 B.O.Q. 

Gas 95W946662 37 Guest House Annex 

Gas 95W267346 7 Guest House 

Gas 95W267345 116 A-Bay 

Gas 95W267348 116 B-Bay 

Gas 95W267343 116 C-Bay 

Gas 93U997050 116 D-Bay 

Gas 94V926213 420 BEQ 

Gas 94V926212 450 Health Clinic 

Gas ZT903286 455 Child Dev Centr 

Gas 866361032 452 Chapel 

GAS Z1106512 844 PX 

GAS 2693629 860 PX Class Six 

GAS T1106511 851 Commissary 

Gas 96X644672 842 Credit Union 

GAS 2960402 842 Laundry 

Gas 2964377 849 Motor Pool 

GAS 7916057 839 A & B 

Gas 3485346 830 Water Plant 

 
 

J02.5 Submittals 
In addition to the submittal requirements from Clause H.5, the Contractor shall provide the 
Government monthly submittals for: 

1. Invoicing (IAW G.2) for the previous month's services.  The Contractors invoice shall be 
prepared in a format proposed by the Contractor and accepted by the Contracting Officer.  

2. Monthly Service Interruption Report for the previous month. 

3. Meter Reading Report in support of internal billings, natural gas usage management, and 
monitoring. 

4. System Efficiency Report.  If required by Clause C.3 the Contractors shall submit a system 
efficiency report in a format proposed by the Contractor and accepted by the Contracting 
Officer. 

J02.6 Energy Savings and Conservation Projects 
IAW C.3, Utility Service Requirement, the following projects have been implemented by the 
Government for energy conservation purposes: 

?? None 

J02.7 Service Area 
IAW Clause C.4, Service Area, the service area is defined as all areas within the Carlisle 
Barracks boundaries. 
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J02.8 Off-Installation Sites 
There are no off-installation sites associated with this scope. 

J02.9 Specific Transition Requirements 
IAW Clause C.17, Transition Plan, Table 6 lists service connections and disconnections required 
upon transfer, and Table 7 lists the improvement projects required upon transfer of the Carlisle 
Barracks natural gas distribution system. 

TABLE 6 
Service Connections and Disconnections 
Natural Gas Distribution System Carlisle Barracks Area 

Location  Description 

None Identified  

  

TABLE 7 
System Improvement Projects 
Natural Gas Distribution System Carlisle Barracks  

Location  Description 

None Identified  

  

 

Natural Gas Distribution System Points of Demarcation 
The point of demarcation is defined as the point on the distribution system where 
ownership changes from the Grantee to the building owner. The table below identifies 
the type of service and general location of the point of demarcation with respect to the 
building served. 
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Point of Demarcation Applicable Scenario Sketch 

The point of demarcation is the 
down stream side of the 
natural gas meter. 

Natural gas service to the building is 
metered. 

Structure

Service
Line

Meter

Point of Demarcation

Distribution Line

Distribution Line

 
The point of demarcation is the 
down stream side of the 
pressure regulator. 

 

 

Natural gas service to the building is 
regulated but not metered. 

Structure

Service
Line

Point of
Demarcation

Distribution Line

Distribution Line

Pressure
Regulator

 
Point of demarcation is the 
down stream side of the 
closest apparatus to the 
exterior of the faciltiy 

More than one apparatus is 
connected to the service line 
feeding the facility. 

Structure

Service
Line

Meter

Point of Demarcation

Distribution Line

Distribution Line

Pressure
Regulator

 
Point of demarcation is the 
closest shutoff valve to the 
exterior od the building. 

No meter or regulator exists at the 
facility. 

Structure

Service
Line

Point of Demarcation

Distribution Line

Distribution Line

Shutoff
Valve

 
 

Unique Points of Demarcation 
The following table lists anomalous points of demarcation that do not fit any of the 
above scenarios. 

Building No. Point of Demarcation Description 

[“None” if  appropriate] Text description of point of demarcation 

 

 

““User Note: Examples May include: High Security Area, Weapons Storage, 
isolated equipment, boilers, etc.” 
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Plants 
 

Description Facility 
Number 

State Coordinates Other Information 

    
“User Note: This table should include any parcels of land that the Grantee will need to be granted exclusive 
use under the right-of-way.  This land should be described according to a state coordinate system.”  
 
 
 

 

 


